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Version: 5.0.256.0 TestDataPro Report Printed: 2/15/2024 3:57:06 PM
AEM-Test.com AEM

Test Time : 8/30/2023 2:02:45 PM Limit : TIA - Cat 6A Permanent Link
Project : baseball stadium 6 Model : TestPro CV100

Serial Number : Main: 5200-1227, Remote: 5200-1228
Profile : Certification Device Software : Main: 4.2.308, Remote: 4.2.308
Operator : steve Calibration Date : Main: 6/13/2022, Remote: 6/24/2022
Cable Type / NVP : sc mfg c6a , 67% Cable Manufacturer : Custom
Connector : Generic Cat 6A Connector Manufacturer : Generic
Main Adapter : PROBE CAT 8.1 LINK, S/N: 52004 Remote Adapter : PROBE CAT 8.1 LINK, S/N: 52003

Parameter Result Pair Value Limit
Length(m) Pass 78 44.1 90.0
Prop Delay(ns) Pass 45 234.0 498.0
Delay Skew(ns) Pass 45 14.0 44.0
DC Loop
Resistance(Ω)

Pass 45 7.424 21.000

Res. Unbal, pair-
pair(Ω)

Info 45-78 0.086 0.252

Res. Unbal, wire-
wire(Ω)

Info 36 0.033 0.216 Wiremap Result : Pass
T568B
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Return
Loss Pass 78 6.8 14.5 87.00 36 19.8 7.9 477.00 12 4.2 18.0 37.75 12 17.1 7.9 493.00

IL Pass 45 21.8 43.8 500.00 45 22.0 43.8 500.00 - - - - - -
NEXT Pass 36-45 5.3 45.5 59.00 12-36 33.5 26.7 500.00 12-36 1.3 33.9 303.00 12-36 31.8 26.7 499.00
PSNEXT Pass 36 4.8 30.8 313.00 36 30.9 23.8 500.00 36 2.0 31.2 305.00 36 29.3 23.8 500.00
ACRF Pass 12-45 6.7 10.4 492.00 12-45 17.1 10.4 492.00 36-45 7.0 14.3 314.00 45-12 17.7 10.3 496.00
PSACRF Pass 45 8.9 11.1 318.00 45 16.2 7.3 497.00 12 9.1 7.4 491.00 12 16.5 7.4 491.00
TCL Info
ELTCTL Info

IL Return Loss NEXT

TCL ACRF ACRN

10BASE-T, 100BASE-T, 1000BASE-T, 2.5GBASE-T, 5GBASE-T, 10GBASE-T
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